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(c) Certification. (1) The following cer-
tification must appear on all inven-
tories of work orders: 

I hereby certify that sufficient inspection 
has been made of the construction reported 
by this inventory to give me reasonable as-
surance that the construction complies with 
applicable specifications and standards and 
meets appropriate code requirements as to 
strength and safety. This certification is in 
accordance with acceptable engineering 
practice. 

(2) A certification must also include 
the name of the inspector, name of the 
firm, signature of the licensed engi-
neer, the engineer’s State license num-
ber, and the date of signature. 

§§ 1724.33–1724.39 [Reserved] 

Subpart D—Electric System 
Planning 

§ 1724.40 General. 

Borrowers shall have ongoing, inte-
grated planning to determine their 
short-term and long-term needs for 
plant additions, improvements, re-
placements, and retirements for their 
electric systems. The primary compo-
nents of the planning system consist of 
long-range engineering plans and con-
struction work plans. Long-range engi-
neering plans identify plant invest-
ments required over a long-range pe-
riod, 10 years or more. Construction 
work plans specify and document plant 
requirements for a shorter term, 2 to 4 
years. Long-range engineering plans 
and construction work plans shall be in 
accordance with part 1710, subpart F, of 
this chapter. See also RUS Bulletins 
1724D–101A, Electric System Long- 
Range Planning Guide, and 1724D–101B, 
System Planning Guide, Construction 
Work Plans, for additional guidance. 
These bulletins are available from Pro-
gram Development and Regulatory 
Analysis, Rural Utilities Service, U.S. 
Department of Agriculture, Stop 1522, 
1400 Independence Ave., SW., Wash-
ington, DC 20250–1522. 

§§ 1724.41–1724.49 [Reserved] 

Subpart E—Electric System Design 

§ 1724.50 Compliance with National 
Electrical Safety Code (NESC). 

The provisions of this section apply 
to all borrower electric system facili-
ties regardless of the source of financ-
ing. 

(a) A borrower shall ensure that its 
electric system, including all electric 
distribution, transmission, and gener-
ating facilities, is designed, con-
structed, operated, and maintained in 
accordance with all applicable provi-
sions of the most current and accepted 
criteria of the National Electrical 
Safety Code (NESC) and all applicable 
and current electrical and safety re-
quirements of any State or local gov-
ernmental entity. Copies of the NESC 
may be obtained from the Institute of 
Electrical and Electronic Engineers, 
Inc., 445 Hoes Lane, Piscataway, NJ 
08855. This requirement applies to the 
borrower’s electric system regardless 
of the source of financing. 

(b) Any electrical standard require-
ments established by RUS are in addi-
tion to, and not in substitution for or a 
modification of, the most current and 
accepted criteria of the NESC and any 
applicable electrical or safety require-
ments of any State or local govern-
mental entity. 

(c) Overhead distribution circuits 
shall be constructed with not less than 
the Grade C strength requirements as 
described in Section 26, Strength Re-
quirements, of the NESC when sub-
jected to the loads specified in NESC 
Section 25, Loadings for Grades B and 
C. Overhead transmission circuits shall 
be constructed with not less than the 
Grade B strength requirements as de-
scribed in NESC Section 26. 

§ 1724.51 Design requirements. 

The provisions of this section apply 
to all borrower electric system facili-
ties regardless of the source of financ-
ing. 

(a) Distribution. All distribution fa-
cilities must conform to the applicable 
RUS construction standards and utilize 
RUS accepted materials. 
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